DIVISION 33—UTILITIES

FORMAT
1. Technical specifications content and numbering system shall be based on the 2004 version of CSI MasterFormat.

BASIS OF DESIGN
1. BGSU Design standards shall not replace fully developed, project and market specific technical specification. Associate shall utilize the Standards as a minimum standard to guide the design and execution in the field. Exceptions to these standards are allowed provided they are approved by Design & Construction.
2. In instances where fewer than 3 manufacturers are indicated, the Associate shall insert “or approved substitute” in the products section of the technical specifications.
3. All submitted substitute products shall be brought to the attention of Design & Construction prior to approval.

RELATED SECTION
1. Division 02-Existing Conditions

GENERAL PROVISIONS
a. Reserved

33 05 13.13—MANHOLE GRADE ADJUSTMENT
1. All existing utility lids, valve boxes, drainage structures, etc., shall be adjusted as necessary to match any revised elevations within the project site. This is to be the case even in instances where the structure is otherwise unaffected by construction. Proposed modifications shall be reviewed and approved by the Project Manager or designee.

End of Section